
Exist HV; 3c 300mm² Al PILC (MLG012)

New 300kVA Unipack in CFC New Aotea Installed LVDB (Outdoor enclosure)

MEL accepts no responsibility for any errors or omissions in the representation of any
existing services (including kerblines, driveways and footpaths) as shown on this drawing.
Any services shown are indicative only and may have altered since this plan was drawn.
It is the contractor's responsibility to contact the relevant service authority and obtain up to
date service location plans, verify on site the location of existing services prior to
commencing work, and to meet any costs incurred in doing so.
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